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{C 000} Initial Comments {C 000}

Report of Follow-up Survey by Dennis Harrell on 
6-10-2015.  
 
Some deficiencies were not corrected.  Further 
action is required.

 

{C 189} Building Equipment Maintained Safe, Operating

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0311 OTHER 
REQUIREMENTS
(a)  The building and all fire safety, electrical, 
mechanical, and plumbing equipment in an adult 
care home shall be maintained in a safe and 
operating condition.
(k)  This Rule shall apply to new and existing 
facilities with the exception of Paragraph (e) 
which shall not apply to existing facilities.

This Rule  is not met as evidenced by:

{C 189}

1.  Based on observation the required one-hour 
fire rated walls and/or ceilings were compromised 
in several locations.  Holes and penetrations that 
are not sealed with materials approved for use in 
one-hour fire rated construction present the 
possibility that a fire that begins in one space can 
quickly spread to other areas of the facility.
Findings include:
a.  Residential fire foam was used to seal many 
holes throughout the facility.  Fire foam is not 
approved for use in Institutional Occupancies.  
Locations include;
i.   Main office,
ii.  Utility closet on Short Hall,
iii. Utility closet on Long Hall.
b.  Ceiling damaged by a water pipe in utility 
closet on Long Hall.
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{C 189}Continued From page 1{C 189}

3.  Based on observation, the cast iron lavatory 
has become loosely mounted to the wall in the 
Women's bathroom on the Long Hall.  The 
lavatory could be dangerous to residents should it 
fall.
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